
FIRST FLOOR FFE
0"

BOTTOM OF EAVE
11'-3 1/4"

16

STUCCO ON GALVANIZED METAL LATH
METAL DECK, SEE
STRUCTURAL

1/2" EXTERIOR SHEATHING
ROOF UNDERLAYMENT

PREFINISHED STANDING
SEAM METAL ROOF

PREFINISHED METAL FASCIA

7'-4 1/2"

PREFINISHED STANDING
SEAM METAL ROOF

PREFINISHED METAL GUTTER

PREFINISHED METAL FASCIA

UNDERLAYMENT/WATERPROOF
BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL
R-40 RIGID INSULATION

STUCCO ON GALVANIZED METAL LATH

STUCCO
FLUID-APPLIED AIR/MOISTURE BARRIER
1/2" EXTERIOR SHEATHING

FLUID-APPLIED AIR/MOISTURE BARRIER

1/2" EXTERIOR SHEATHING

STEEL BEAM

CONCRETE SIDEWALK, SEE CIVIL

AS143
4

AS143
5

1'-8"

1'-11"

LIGHT GAUGE METAL TRUSS,
SEE STRUCTURAL DRAWINGS

AT ROOF PANEL
25'-6" RAD.

11'-0"

2 1/2" GALVANIZED METAL STUDS @ 16"
O.C. ATTACH TO BEAM WITH 3"X3"X7
1/4" - 16 GA GALVANIZED METAL CLIP
ANGLE AT EVERY OTHER STUD

STEEL BEAM, SEE
STRUCTURAL

LIGHT GAUGE METAL TRUSS ,
SEE STRUCTURAL

CONT. 3" PREFINISHED
SOFFIT VENT

1 1/2" GALVANIZED METAL
FURRING @ 12" O.C.

BRICK VENEER
ROWLOCK BAND

BRICK VENEER, TYP.

4 1/2" 4 1/2"

6'-6"

6'-0"

BRICK VENEER ROWLOCK CAP

3/4"3/4"

SPLIT FACE CMU VENEER BAND

2'-0"

BRICK VENEER ROWLOCK BAND

BRICK VENEER, TYP.

3

AS501

2

AS501

PVC SQUARE TAPERED COLUMN- BASIS
OF DESIGN; ARNDT AND HERMAN
BUILDING PRODUCTS P4201346ST W/
20" BOTTOM AND 13" TOP

1'-1"

2'-2"

3'-6"

FIRST FLOOR FFE
0"

PREFINISHED METAL FASCIA

PREFINISHED STANDING SEAM METAL ROOF
UNDERLAYMENT/WATERPROOF

BARRIER/SHEET MEMBRANE

METAL DECK, SEE STRUCTURAL
R-40 RIGID INSULATION

PREFINISHED STANDING SEAM METAL ROOF

PREFINISHED METAL GUTTER

PREFINISHED METAL FASCIA

PREFINISHED PERFORATED
SOFFIT PANEL

BRICK VENEER
AIR SPACE

METAL DECK, SEE STRUCTURAL

STUCCO

FLUID-APPLIED
AIR/MOISTURE BARRIER

1/2" EXTERIOR
SHEATHING, TYP.

PVC SQUARE TAPERED COLUMN- BASIS
OF DESIGN; ARNDT AND HERMAN
BUILDING PRODUCTS P4201346ST W/ 20"
BOTTOM AND 13" TOP

CONCRETE SIDEWALK, SEE CIVIL

STUCCO ON GALVANIZED
METAL LATH

FLUID-APPLIED AIR/
MOISTURE BARRIER

1/2" EXTERIOR SHEATHING
STUCCO  ON GALVANIZED

METAL LATH

UNDERLAYMENT/WATERPROOF BARRIER/SHEET MEMBRANE

THRU WALL FLASHING AT
32" O.C., TYP. EACH SIDE

GALVANIZED STEEL ANGLE, PAINTED,
TYP. EACH SIDE, SEE STRUCTURAL

STUCCO ON GALVANIZED METAL LATH

CONT. 3" PREFINISHED SOFFIT VENT
STUCCO ON GALVANIZED METAL LATH

STEEL BEAM, SEE STRUCTURAL

BRICK VENEER
8X4X16 NOMINAL SMOOTH FACE
VENEER, TYP. EACH SIDE
FLUID-APPLIED AIR/MOISTURE BARRIER,
TYP. EACH SIDE
1/2" EXTERIOR SHEATHING, TYP. EACH SIDE

AS143
1

AS143
6

EE

6'-6"

6'-0"

2'-0"

BRICK VENEER ROWLOCK BAND

SPLIT FACE CMU BAND

BRICK VENEER, TYP.

BRICK VENEER ROWLOCK CAP

1'-8"

1'-11" 4 1/2"

3/4"3/4"

4 1/2"

2'-0"

2

AS501

2

AS501
SIM

3 5/8" GALVANIZED METAL STUDS
@ 16" O.C., ATTACH TO BEAM WITH

3"X3"X7 1/4" - 16 GA GALVANIZED
METAL CLIP ANGLE AT EVERY

OTHER STUD

11'-0"

LIGHT GAUGE METAL TRUSS,
SEE STRUCTURAL

STEEL BEAM, SEE STRUCTURAL
1 1/2" GALVANIZED METAL FURRING

CHANNELS  @ 12" O.C., TYP.

1'-1"

3/4" TYP.

2'-6"

LIGHT GAUGE METAL TRUSS,
SEE STRUCTURAL

6" METAL STUD EACH SIDE
OF BEAM, SEE STRUCTURAL

STEEL CHANNEL, SEE STRUCTURAL

1 1/2" GALVANIZED METAL
FURRING @ 12" O.C.

1 1/2" GALVANIZED METAL FURRING @ 12" O.C.

4'-3"

2'-11"

5 1/2" 1'-2 1/2"

1'-8"

1 1/2" GALVANIZED METAL FURRING AS SHOWN

1'-2 1/2" 5 1/2"

STEEL BEAM BEYOND, SEE STRUCT.

CLIP ANGLE ATTACHMENT AT
END OF FURRING CHANNEL, TYP.

14'-0"

16'-0 1/4"

2'-6"

BRICK VENEER, TYP.
AIR SPACE, TYP.
FLUID-APPLIED AIR/MOISTURE BARRIER, TYP.
1/2" EXTERIOR SHEATHING, TYP.
6" - GALVANIZED METAL STUDS, SEE STRUCTURAL
STEEL BEAM, SEE STRUCTURAL

STEEL ANGLE, PAINTED, TYP. EACH SIDE

BRICK VENEER, TYP.

1 1/2" GALVANIZED METAL
FURRING @ 12" O.C.

STUCCO ON GALVANIZED METAL LATH

STUCCO ON GALVANIZED
METAL LATH

GALV. METAL DECK

1/2" EXTERIOR SHEATHING
ROOF UNDERLAYMENT

PREFINISHED STANDING SEAM METAL ROOF

PREFINISHED METAL FASCIA

PREFINISHED PERFORATED METAL SOFFIT PANEL

CONT. 3" PREFINISHED
SOFFIT VENT

BRICK VENEER SOLDIER COURSE, TYP.

8X4X16 NOMINAL SMOOTH FACE VENEER, TYP. EACH SIDE

THRU-WALL FLASHING WITH WEEP
HOLES AT 32" O.C., TYP. EACH SIDE

2"X2"X3/16" PREFINISHED ALUMINUM BRACKET WITH
ANCHOR PLATES - EPOXY ANCHOR TO BRICK
VENEER SIM TO 3/AS202, ANCHOR SHALL BE
LOCATED AT CENTER OF BRICK COURSE (+/- 1/2")

2"X4"X20' LONG PREFINISHED ALUMINUM TUBE (WHITE)
WITH 3" BLACK PAINTED LETTERS READING "14'
CLEARANCE", SUSPEND FROM BRACKET WITH 1/2"
DIAMETER STAINLESS RODS

13'-8"14'-0"

AS143
2

1 1/2" GALVANIZED METAL
FURRING @ 12" O.C.

STEEL CHANNEL, SEE STRUCTURAL DRAWINGS

GALV. METAL STUD OUTRIGGER, SEE
STRUCTURAL DRAWINGS

1 1/2" GALVANIZED METAL FURRING @ 12" O.C.

2 1/2" GALVANIZED METAL STUDS @ 16" O.C.

4"

LIGHT GAUGE METAL TRUSS,
SEE STRUCTURAL DRAWINGS

5 1/2"1'-2 1/2"

14C

4 1
/2" 1'-

8"

3'-0"

1'-2 1/2"5 1/2"

8"

1'-8" NOMINAL

3'-
4"

4X4X16 NOMINAL SMOOTH FACE VENEER CAP

BRICK VENEER
AIR SPACE
FLUID-APPLIED AIR/MOISTURE BARRIER

THRU WALL FLASHING

CONTINUOUS THRU WALL FLASHING WITH WEEP
HOLES AT 24" O.C. - TURN UP WALL 8" MINIMUM AND
INTO MASONRY COURSING
GROUT FILL SOLID

SIDEWALK, TYP.
CONCRETE FOOTING, SEE STRUCTURAL

1" TYP.

BRICK VENEER
ROWLOCK COURSE,

EACH SIDE

1'-0" 8" CMU, SEE STRUCTURAL
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AS312

WALL SECTIONS

4220

3/4" = 1'-0"AS312

1 WALL SECTION AT MAIN ENTRY AND COVERED WALK
3/4" = 1'-0"AS312

2

WALL SECTION AT COVERED DROP-OFF AND MAIN
ENTRY

3/4" = 1'-0"AS312

3

PARTIAL WALL SECTION AT COVERED DROP OFF
GABLE

3/4" = 1'-0"AS312

4 LOW WALL AT COVERED ENTRY
SCALE: 3/4" = 1'-0"

0 8" 1'-4" 2'-8"
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